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NEW WORK NOTES:
e 1. INSTALL A NEW 304SS SURGE TANK (2,600 GAL.) WITH
'-] ° — THREE HEAT EXCHANGERS.
2. REPLACE FAN ID BEARINGS. TWO PER BOILER (EXISTING BEARING MODEL
SAF—513 FROM MIETHER BEARING PRODUCTS, ODESSA, TEXAS)
3. REPLACE DEAERATOR LEVEL CONTROLS AND EXTERIOR PIPING. (SEE DETAIL ON H—6)
4. INSTALL CONDENSATE FILTER SYSTEM ON DA TANK LEVEL. CUT EXISTING 6”CR
AND INSTALL IN—LINE (SEE DETAIL ON H—8)
NEW 6”CR UP 5. REPLACE BOILER LINE STOP VALVES. (SEE DETAIL ON H—7)
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